
A. Parking Level P1, P2, P3 & P5
Level P1- 2 General Electric Sump Pumps, M/N 5K215DL3143B

2 General Electric Sump Pumps, M/N 5K43MG6509
Level P2- 2 General Electric Sump Pumps, M/N 5KS184DL318

1 Carrier Air Handler, M/N 42BH3A-R4Y
Level P3- 1 Panasonic Air Conditioner, CW-C120MU

1 Carrier Air Conditioner, 77CMA112101K
1 Carnes Exhaust Fan, M/N VIBAL4
1 Carnes Exhaust Fan, M/N VIBAP4

Level P5- 2 General Electric Sump Pumps, M/N 5K4BUG1299

B. 1st Floor
2-Carrier Air Handlers-M/N 39ED26
1-Mitsubishi Mr. Slim PK-18K Split System
1-Carrier Air Handler-Video Conference Room
2-Carnes Exhaust Fans, M/N V10BF2
1-Halsey Taylor Water Cooler-M/N SJ8711
1-Sunroc Corp Water Cooler-M/N NWCA8FBL-004

C. 2nd Floor
1-Carrier Air Handler-M/N 39ED15
2-Carrier Air Handlers-M/N 39ED12
2-Carnes Exhaust Fans-M/N V10BF2
1-Halsey Taylor Water Cooler-M/N SJ8711
1-Sunroc Corp Water Cooler-M/N NWCA8FBL-004

D. 3rd Floor
1-Carrier Air Handler-M/N 39ED12
3-Carrier Air Handlers-M/N 39BA060B12
1-Carrier Air Handler-M/N 39BA060859
2-Carrier Air Handlers-M/N 42BH4A-R4U
2-Carrier Air Handlers-M/N 42BH1A-RSU
2-Carrier Air Handlers-M/N 42BH2A-R2U
2-Carrier Air Handlers-M/N 42BH3A-R2U
2-Carnes Exhaust Fans-M/N V10BF2
1-Halsey Taylor Water Cooler-M/N SJ8711
1-Sunroc Corp Water Cooler-M/N NWCA8FBL-004

SCHEDULE OF AIR CONDITIONING EQUIPMENT
HOAPILI HALE

2145 MAIN STREET
WAILUKU, HI  96793



E. 4th Floor
1-Carrier Air Handler-M/N 39ED12
4-Carrier Air Handlers-M/N 39BA060B12
1-Carrier Air Handler-M/N 42BH4A-R4U
2-Carrier Air Handlers-M/N 42BH3A-R4U
4-Carrier Air Handlers-M/N 42BH2A-R4U
1-Carrier Air Handler-M/N 42BH3A-R3U
1-Carrier Air Handler-M/N 42BH2A-RAU
1-Carrier Air Handler-M/N 42BH1A-RSU
1-Carrier Air Handler-M/N 42BH2A-RSU
2-Carnes Exhaust Fans-M/N V10BF2
2-Flakt Exhaust Fans-M/N FTFA-112-4-1-41
1-Halsey Taylor Water Cooler-M/N SJ8711
1-Sunroc Corp Water Cooler-M/N NWCA8FBL-004

F. CHILLERS
2-Carrier Chillers-M/N 19DK6519AB (Hermetic Centrifugal Chiller)
1-Carrier Chiller-M/N 30HK040 (Reciprocating Liquid Chiller)

G. COOLING TOWERS
VTX Cooling Towers (Baltimore Aircoil Company)
M/N VXT150RC
S/N 83-6636M

M/N VXT150RC
S/N 83-6635M

M/N VXT40RC
S/N 83-6637

H. ROOF
2-ILG Industries Exhaust Fans-M/N BCL-700
                                                 M/N BCS-00
1-ILG Exhaust Fan-M/N BCL-825
1-Greenheck Exhaust Fan, M/N GB21-7, S/N 88B02402
1-Greenheck Exhaust Fan, M/N GB18-4, S/N 88B02401

*Note:  Each air handler has its own fan coil.
             Evaporators and Condensors are on Chillers.
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FILTERS BELTS
1-1 24-16x25x1 1-MOD 4430V670-49

3-3VX670

1-2 24-16x25x1 1-MOD 4430V670-49

2-1 15-16x25x1 1-MOD 2926V546EB
2-3V530

2-2 10-16x25x1 2-A32

2-3 10-16x25x1 2-A32

3-1 10-16x25x1 2-A32

3-2 4-20x25x1 1-A60

3-3 4-20x25x1 1-A60

3-4 4-20x25x1 1-A60

3-5 4-20x25x1 1-A60

3-6 2-20x25x1 1-A39

3-7 2-16x25x1 1-4L420

3-8 1-16x25x1 1-A38

3-9 1-16x33x1 1-A38

3-10 2-16x25x1 1-A4042BH3A-R2U
(judge's chamber)

42BH1A-RSU
(per diem judge)

42BH2A-R2U
(conference room)

42BH4A-R4U
(judge's chamber)

42BH4A-R4U
(judge's chamber)

39BA060B12
(restroom-women)

39BA060B12
(restroom-men)

39BA060B12
(locker room-men)

39BA060859
(locker room-men)

39ED12
(restroom-men/women)

39ED12
(machine room)

39ED15
(machine room)

39ED12
(machine room)

39ED26
(machine room)

39ED26
(machine room)
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FILTERS BELTS
3-11 2-16x25x1 1-A40

3-12 1-16x33x1 1-A38

3-13 1-16x25x1 1-A32

4-1 10-16x25x1 1-AP42

4-2 2-20x25x1 1-A60

4-3 2-20x25x1 1-A60

4-4 2-20x25x1 1-A60

4-5 2-20x25x1 1-A60

4-6 2-20x25x1 1-A39

4-7 2-16x25x1 1-4L420

4-8 1-16x33x1 1-A38

4-9 1-16x33x1 1-A38

4-10 1-16x25x1 1-A40

4-11 2-16x25x1 1-A38

4-12 2-16x25x1 1-A38
(jury room 4A)

(judge's chamber)

42BH3A-R3U
(judge's chamber)

42BH2A-R4U

(jury room 4C)

42BH2A-R4U
(jury room 4B)

42BH3A-R4U

(judge's chamber)

42BH3A-R4U
(judge's chamber)

42BH2A-R4U

(restroom-women)

39BA060B12
(restroom-men)

42BH4A-R4U

(multi-purpose)

39BA060B12
(multi-purpose)

39BA060B12

(conference room)

39ED12
(machine room)

39BA060B12

42BH1A-RSU
(machine room)

MODEL NUMBER
42BH3A-R2U

(judge's chamber)

42BH2A-R2U
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FILTERS BELTS
4-13 1-16x33x1 1-A38

4-14 1-16x25x1 1-A35

4-15 1-16x25x1 1-A38

COOLING TOWER: BELTS

M/N VXT150RC 4-B94
S/N 83-6636M

M/N VXT150RC 4-B94
S/N 83-6635M

M/N VXT40RC 1-B68
S/N 83-6637M

EXHAUST FANS:

Fans are located in all private restrooms, utility rooms and electrical rooms on all floors.  Exhaust
fans for the parking lots are located behind fourth floor utility room.  The remaining fans are
located on the roof in elevator machine room.

WINDOW UNITS:

Located in the Telephone Room on parking level P3. (2 window units)

CELLBLOCK:

One fan coil unit is located on parking level P2.

M/N  42BH3A-R4Y
FILTER SIZE  2-16x25x1
BELT SIZE  1-A40

42BH2A-R4U
(jury room 4D)

42BH1A-RSU
(machine room)

42BH2A-RSU
(restroom-women)
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WATER COOLERS:

HALSEY TAYLOR  (4)
M/N  SJ7811

SUNROC CORP      (4)
M/N  NWCA8FBL-004
S/N   010603377
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